
KINCAID♦BRYANT 
Consulting Engineers 

A professional corporation 
  

Mechanical  $  Electrical  $  Plumbing  $  Fire Protection  $  Value Engineering 
 
Winchester Building Suite 266 phone: 804-897-5390 
10800 Midlothian Turnpike  Richmond, Virginia 23235 fax: 804-897-3393 

 
 
 
To:  All Document Holders 
 
From:  KINCAID♦BRYANT 
 
Date:  February 5, 2008 
 
Comm. No.: 06115 
 
Project: Southeastern Virginia Training Center 
 Replacement of Underground Heating System 
 
Project Code: 720-10880-23-07 
 
IFB Number: 07-18 
 
RE: Addendum No. 4 
  
 
Ladies & Gentlemen: 

 
Enclosed for your information is a copy of Addendum No. 4, including changes and modifications to the 
Specifications and Drawings, for the above referenced project. 
 
At the time of submission of bids, written acknowledgment of receipt of this Addendum by the Bidder shall 
be made in the appropriate blank on the Bid Form. 
 
This Addendum has been issued to all Document Holders on record with our office.  Bidders shall see 
that all Sub-Contractors are properly notified of the applicable provisions herein. 
 
The information in this Addendum supersedes any contradictory information or omission set forth in the 
Contract Documents, including all previous addendums. 
 
Please attach this addendum to all copies of the Contract Documents in your possession so that they 
may be brought up-to-date. 
 
Acknowledgment of receipt of this addendum is required on the Bid Form. 
 
Sincerely, 

 
 
Robert V. Grubbs 
Project Manager/Project Engineer 
 

End of ADDENDUM NO. 4
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Addendum No. 4, dated February 5, 2008, to Bidding Documents for Southeastern 
Virginia Training Center Replacement of Underground Heating System Plans and 
Specifications dated December 17, 2007, K♦B File No. 06115, Project Code: 720-
10880-23-07, IFB Number 07-18. 
 
TO:   PLAN HOLDERS OF RECORD 
 
FROM: KINCAID ♦ BRYANT, Consulting Engineers 
  725 Church Street, 7th Floor  

Allied Arts Building 
  Lynchburg, VA 24504 
             
 
This Addendum forms a part of the Contract Documents and modifies the Plans 
and Specifications dated December 17, 2007, as noted below.  Acknowledge 
receipt of this Addendum on the Bid Form.  Failure to do so may subject Bidder 
to disqualification. 
             
 
 
GENERAL 
 
1. Simplex is the manufacturer of the existing fire alarm system 
2. The Owner (DMHMRSAS) shall hire the Asbestos oversight, monitoring, and 

testing consultant. 
3. Refer to attached RFI Responses 
4. Refer to attached Asbestos report summary 
 
END OF ADDENDUM NO. 4 
 
 



KINCAID♦BRYANT 
Consulting Engineers 

A professional corporation 
  

Mechanical  $  Electrical  $  Plumbing  $  Fire Protection  $  Value Engineering 
 
Winchester Building Suite 266 phone: 804-897-5390 
10800 Midlothian Turnpike  Richmond, Virginia 23235 fax: 804-897-3393 

 RFI RESPONSES 

To: All Document Holders  
 
From: KINCAID♦BRYANT  
 
Project: Southeastern Virginia Training Center 
 Replacement of Underground Heating System 
 
Project Number: 720-10880-23-07 
 
IFB Number: 07-18 
 
Comm No: 06115 
 
Date: February 5th, 2008 
  
 

RFI RESPONSES: 
 
1) Re: Specification Section 02222 
 

How many times will the asbestos contractor have to re-mobilize? 
 

RESPONSE:  Number of mobilizations to be determined, as DMHMRSAS shall hire the Asbestos 
Oversight consultant.  
 

2) Re: Specification Section 02222 
 

Who will be the Industrial Hygienist on this project? 
 
RESPONSE:  They will be hired by DMHMRSAS – person to be determined.  

 
3) Re: Specification Section 02222 page 10, paragraph 2.  
 

I would like a copy of the survey report  
 
RESPONSE: Please refer to the attached Asbestos Report. 

 
4) Re: Specification Section 02222 page 9 & 10, paragraph 1 & 2. 

  
The actual quantities are not specified in the document.  Are they on the survey report or where in 
the specifications or drawings?  For bidding purposes for the removal of the contaminated soil, 
how is the amount of contaminated soil removal to be determined, and at what depth and width is 
sufficient for removal. 
 
RESPONSE: Please refer to the attached Asbestos Report. 
 
 



 
5) Re: Specification Section 02222 page 10, paragraph 6 
 

How much asbestos cement piping goes inside building 1, 2, 3, & 4?  And is there any other 
asbestos pipe insulation or fittings in these buildings? 
 
RESPONSE: There is approximately two feet of asbestos piping inside each building.  
 

6) Re: Drawings M2 & M3 
 
They are going to abandon the existing asbestos underground heat piping to the cabins (typ) and 
to be capped.  Is there any asbestos work to be done at these points as noted?  
 
RESPONSE:  There is no asbestos work related to this part of the project.  

 

           
 SIGNED: 
                                                    
                                                                                                          Robert V. Grubbs, PE 
 






















































